
 

 

 

 

 

 

 

 

Parameter Monthly Critical Water Quarterly Utility Water Quarterly Steam 

pH 5.0-7.5 SU 6.5-9.5 SU 5.0-9.2 SU 

Conductivity <10 µS/cm <500 µS/cm <10 µS/cm 

Total Alkalinity <8 mg/L <400 mg/L <8 mg/L 

Total Hardness (Ca & Mg) <1.0 mg/L <150 mg/L <1 mg/L 

HPC Bacteria–Pour Plate R2A <10 CFU/mL <500 CFU/ml* N/A 

Endotoxin (1:10 dilution) <10 EU/mL N/A* N/A 


